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PREFACE

This Final Report summarizes all work accomplished under Increments A, B,
D, F and G of the Energy Engineering Analysis Program conducted at the Detroit
Arsenal (DA) in Warren, Michigan and Satellite Operations at Arsenal Acres,
Pontiac Storage Facility and Keweenaw Field Station. The tasks assigned
under these Increments have been complieted and are documented within.

The study objective was to develop a systematic plan of projects that
would result in the reduction of energy consumption in compliance with the
Army Facilities Energy Plan (AFEP) and to prepare Project Devé1opment Brochures
(PDB's), DD Forms 1391 and supporting documentation for those projects deemed
feasible. The projects developed as a result of this study are described in
this report. Project Development Brochures and DD Forms 1391 have been pre-
pared in accordance with Army procedures and are bound separately.

GARD has sincerely appreciated the cooperation that has been extended by
members of the Omaha District, Corps of Engineers especially the Program Man-
agers, Mr. S. Owens and Mr. E. Liu, and the Facilities Engineering staff of
DA headed previously by Mr. R. Lang and currently by Mr. W. Chaudoin.

The GARD project team that conducted this study included K. Spaulding,

M. Hormann, C. Schafer, N. Leslie, R. Hedrick and M. Hagen.

Respectfully submitted,

R. H. Henhinger, P.E.
Project Engineer

Approved by:

O fatt

P. A. Saigh,“P.E.
Director, Government Programs

GARD, INC.
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ADDENDUM TO FINAL REPORT

The reader's attention is directed to the following which has taken
place since submittal of the Advanced Final Reports for Increments A, B, D,
F and G.
1. In response to Revised ECIP Guidance issued 12/31/82, the Omaha
District, Corps of Engineers has reviewed and revised all of the
ECIP calculations for each of the five qualifying projects for which
PDBs and DD 1391s have been prepared. Appropriéte changes have been
made in pertinent sections of the Project Development Brochures and
DD Forms 1391 only. A1l of the ECOs that are part of ECIP Projects
No. A-1, A-2, B-1, B-2 and D-1, still qualify when evaluated under
the new ECIP guidelines. The Main Report as well as the Executive
Summary have not been revised to include the new SIR calculations.
2. Recently, Modification 4 has been authorized. This new work will
address Increments A, B, F and G for five additional buildings at
DA, i.e., Buildings 229, 231, 249, 250 and 252. The results of this

work will be covered by a separate Final Report.

GARD, INC.
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EXECUTIVE SUMMARY
ENERGY ENGINEERING ANALYSIS PROGRAM (EEAP)
INCREMENTS A, B, D, F AND G
DETROIT ARSENAL AND SATELLITES

Authorization for Study

This Energy Engineering Analysis Program (EEAP) for Detroit Arsenal and
supported satellites at Arsenal Acres, Pontiac Storage Facility and Keweenaw
Field Station was conducted under Contract No. DACA45-80-C-0091 issued by
the Omaha District, Corps of Engineers to GARD, INC., Niles, I11inois on the
13 August 1980. The Scope of Work was structured into work increments with
Increments A and B authorized under the original contract, Increment G
authorized under Modification 1 dated 3 March 1981 and Increments B (expanded

EMCS), D and F authorized under Modification 2 dated 20 May 1982.

Objectives and Scope

As stated in the EEAP Scope of Work the overall objectives were:

a) "Develop a systematic plan of projects that will result in the
reduction of installation energy consumption in compliance with
the Army Facilities Energy Plan."

b) "Develop Coordinated Basewide Energy System Plans."

c) "Prepare Project Development Brochures (PDBs), DD Forms 1391 and
supporting documentation for all feasible energy conservation
projects.”

The Scope of Work further defined the objectives and scope of each work

increment to be as follows:

Increment A - ECIP* Projects for Buildings and Processes

*ECIP - Energy Conservation Investment Program

GARD, INC.
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Increment B - ECIP Projects for Utilities, Energy Distribution Systems

and Energy Monitoring and Control Systems (EMCS)

Renewable Energy Systems Projects

Increment C

Increment D - Cogeneration and Solid Waste Plants Projects

Central Boiler Plant Projects

Increment E

Facilities Engineer Conservation Measures

Increment F

Increment G - Projects Identified in Increments A and B that do not

qualify under ECIP criteria

This submittal presents the final results for Increments A, B, D, F
and G through a description of those energy conservation opportunities
(ECOs) and ECIP projects that were identified and evaluated as part of
these work increments. Increments C and E have not been authorized at

this time for Detroit Arsenal.

Approach

Numerous retrofit modifications referred toias energy conservation oppor-
tunities (ECOs) were identified for each building, system, and central plant
studied. Each ECCO was evaTuated separately using the life cycle costing
method described in the ECIP guidance included as Annex F of the AFEP. Energy
savings were determined For each ECO and life cycle benefits were calculated
. using current mid FY82 fuel costs, which were escalated over the expected
1ife of the modification. Implementation or construction costs were also
determined using current FY82 cost data which were escalated to the midpoint
of construction assuming an FY86 project award date. Comparison of ECOs

was done on the basis of energy-to-cost (E/C), benefit-to-cost (B/C), and

GARD, INC.




simple amortization period (SAP) ratios in accordance with ECIP criteria.
Qualifying ECOs were grouped into ECIP projects under the guidance of the
Facilities Engineering Stéff. Then, once adjustments Were made for any inter-
active or synergistic ECO effects which were present within an ECIP project,
the PDB and DD Form 1391 were prepared for each ECIP project. Non—qua]ifying

ECOs became candidates for implementation as an Increment F or G project.

Facility Description

Detroit Arsenal (DA) is situated in Warren, Michigan just north of
Detroit and is headquarters for the U.S. Army Tank-Automotive Command (TACOM).
TACOM 1is responsible for the acquisition and readiness of combat and tactical
vehicles. To this end, it supports government owned and contractor operated
(GOCO) manufacturing plants at DA and Lima, Ohio, an extensive storage
facility for DoD industrial mobilization equipment near Pontiac, Michigan,
R&D laboratories at DA and a GOCO research and vehicle testing center at
Keweenaw Field Station near Houghton, Michigan. In addition, officer's
quarters and military housing are provided on the DA site and at Arsenal
Acres, an off-post housing area Tlocated two miles south of DA.

The Detroit Arsenal installation is composed of 105 buildings on 341
acres of land. The size of the buildings range from a 24 square foot guard-
house to a 1,114,000 square foot tank production facility. The east site
(Figure 1) contains the tank production and field testing facilities along
with quarters buildings, food services, maintenance shops and central heating
plant. The west site (Figure 2) houses administration buildings, R&D labora-
tories, and storage buildings. A total of 41 buildings (Table 1) at DA
were identified for study under this contract representing some 2,437,240

gross square feet and constituting the majority of buildings actively occupied

GARD, INC.
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TABLE 1
BUILDINGS DESIGNATED FOR STUDY AT
DETROIT ARSENAL

| Building Title Function No. Gross I
|  Number Floors Sq. Ft. |
l |
I 1 Administration Administration/ 4 53,532 |
| General Purpose |
| 2 Dispensary Institutional 1 7,540 |
| 3 Telephone Exchange Utility - 1 6,205 |
| 4 Combat Vehicle Plant Industrial 1 1,114,381 |
| 5 Central Heating Plant Utility 2 29,600 |
[ 7 Vehicle and Machine Industrial 3 63,932 |
| Repair |
| 8 Experimental Administration/ 1 13,100 |
| Laboratory Research |
| 9 Maintenance Shop Service 1 15,742 |
| 10 FE Maintenance Shop Service 1 2,267 |
| 12 Applied Imnstruction Administration/ 1 30,730 |
| Training !
! 13 Open Mess Institutional 1 5,369 |
| (Officer's Club) |
| 14 Open Mess (NCO) Institutional 1 4,172 |
| 15 Bachelor's Enlisted Housing 2 4,478 |
| Quarters |
| 17 Family Housing Housing 1 2,879 |
| 18 Post Exchange (PX) Institutional 2 4,500 |
[ 40 Track/Suspension Administration/ 1 1,642 |
[ Laboratory Research |
| 54 FE Maintenance Shop Service 1 3,475 |
| 55 FE Maintenance Shop Service 1 3,920 |
| 56 FE Maintenance Shop Service 1 6,279 |
! 57 Wash Rack/Storage Service 1 3,120 |
| 58 General Storehouse Storage 1 49,960 |
| 59 Lift Truck Repair Service- 1 50,037 |
| 61 FE Maintenance Shop Service 1 2,914 |

ES-6
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TABLE 1 (Con't.)
BUILDINGS DESIGNATED FOR STUDY AT
DETROIT ARSENAL

rm

&
[
~d

| Building Title Function No. Gross |
| Number Floors Sq. Ft. |
| 200A Research & Development Administration/ 2 126,433 |
| Activities General Purpose |
| 200B Lecture Hall Administration/ 2 49 544 |
| General Purpose |
|  200C R & D Testing Administration/ 1 82,265 |
| Laboratories Research I
| 200D Experimental Shops Administration/ 1 112,461 |
| Research |
| 201 Printing Plant Administration/ 1 10,466 |
| Communications |
! 202 Roads and Grouads Service 1 2,450 |
| 203 General Purpocse Storage 1 83,967 |
| Warehouse |
| 205 FE Administration/ Administration/ 1 9,491 |
I Fire/Security Special |
| 212 Propulsion Systems Administration/ 3 119,479 |
| Laboratory Research |
| 215 Vehicle/Track and Administration/ 1 45,268 |
| Suspension Laboratory  Research |
| 219 Model Shop Administation/ 1 30,400 |
| Research |
| 224 IE Meintenance Shop Service 1 3,920 |
| 225 General Storehouse Storage 1 3,920 |
] 227 Salvege and Surplus Storage 1 12,000 |
| Storage |
| 228 Swimming Pool Institutional 1 - |
i 230 TARCOM/TARADCOM Administration/ 2 264,474 |
| Headquarters General Purpose |
| 232 Cooling Tower Utility 1 - |
| 238 Bath House Institutional 1 968 |
| R |
| TOTAL 2,437,280 |
GARD, INC.




and presenting opportunties for saving energy.

The Arsenal Acves site covers 6.6 acres and has 7 family housing units,
all of which were identified for study under this contract. Table 2 summarizes
the general charcteristics cf each residence.

The Pontiac Storage Facility (PSF) includes 5 buildings totalling
607,633 square feet on a 31 acre site. Two buildings at PSF have been
jdentified for study. These are listed in Table 3.

The Keweenaw Field Station (KFS} is an arrangement of 7 buildings lo-
cated on a 27.3 acre tract of Houghton County Airport land in Michigan's
upper peninsula leased by the Government. A11 KFS buildings were identified
for study. Table 4 presents a summary of each building.

The current population for DA totals about 6,300 people. This level is
not expected to vary significantly over the next five years. Population
levels at the sateliites have been steady at 6 to 7 families at Arsenal

Acres, 5 people at PSF, and 15 people at KFS.

Energy Distribution Svstems and Central Plants

The Detroit Arsenal utilizes three major forms of energy to support
facilities operations: electricity, coal, and natural gas. Electricity is
used for lighting, heating, cooling, veritilation, manufacturing, security,
etc. systems. Cozl and natural gas are utilized by the central heating plant
to generate steam for heating, manufacturing and prime mover systems. Natural
gas is also used as a source for heating and manufacturing systems. Table
5 summarizes the anergy distribution systems that are in use at DA along
with the central plants that supply these systems.

Electricity and natural gas are tha only utilities distributed to Arsenal
P

Acres. PSF utilizes fueil oil for heating as well as electricity. At KFS

GARD, INC.
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TABLE 2
BUILDINGS DESIGNATED FOR STUDY AT
ARSENAL ACRES

| Building Title Function No. Gross |
| Number Floors Sq. Ft. |
l |
| 301 Commanding Officer's Housing 2 3,544 |
| Quarters |
| 302 Senior Officer's Housing 2 3,248 |
I Quarters |
| 303 Senior Officer's Housing 2 3,248 |
| Quarters |
| 304 Junior Officer's Housing 2 2,672 |
i Quarters |
I 305 Junior Officer's Housing 2 2,672 |
[ Quarters |
| 306 Junior Officer's Housing 2 2,672 |
| Quarters |
] 307 Junior Officer's Housing 2 2,672 |
| Quarters |
T e |
| TOTAL 20,728 |
TABLE 3
BUILDINGS DESIGNATED FOR STUDY AT
PONTIAC STORAGE FACILITY
| Building Title Function No. Gross [
| Number Floors Sq. Ft. |
I |
| 1 General Warehouse Storage 1 607,173 |
| 7 Heating Plant and Utility 1 363 |
! Water Tower |
e |
| TOTAL 607,536 |
TABLE 4
BUILDINGS DESIGNATED FOR STUDY AT
KEWEENAW FIELD STATION

| Bui 1d1ng Title Function No. Gross |
|  Numbe Floors Sq. Ft. |
| |

| 1 Research Facilities Administration/ 1 8,971

| General Purpose 1
| 2 Vehicle Garage and Service 1 4,000 |
| Machine Shop |
| 3 Vehicle Storage Storage 1 5,600 |
i 4 Vehicle Storage Storage 1 4,000 |
| 5 Research & Testing Administration/ 1 4,000 |
| Laboratory Research |
i 6 Parts Storage Stcrage 1 1,000 |
| 7 Parts Storage Storage 1 1,000 |
!

T |
l TOTAL 28,571 |

GARD, INC.
£5-9




PN

~sbutp|ing

UoL3eJAISLULWPY pue Bulanidejnuel

8€Z pue
‘J00Z 2002 €900z sbutpling

sbutpjing 91Ls 3se]

§ buipLing

geg buipling pue suoijels
Aaquss 3dsoxa sbuipiing {ly

G2
BuLplLing pue eady juswucjue)

¢T Dulpling g uoijelsqns

{sjueta} *BullybL JSBWLUDY

‘sbuLpling) speoq Oijtoads

g Butpling ‘y uoijeisang

tsd 001
sadLd patung pue sjauunj
uL sadid apedy Mo|dg

sadiLd punoabuaspup

sadid punouabuspun eLA
G bulpling wodjg

sadlid
patdng pue spauunj
uL sadigd spedy molsg

tsd 6/T ¢ sodid punosy 3A0Qy

pue sadid poldang ‘spauunj
uL sadid spedy Mo|3ag

A 021
/0F2 § Saopav4 Auepuosag

AM 8°9% § J9pEe4 sdelldg

M 8y 9 sduepesd Adepuodss

A OF § J9pasyg Adeuldd

g buipLing
- jueiq 40ssaadwo)

"0) JU3MO4 SJ4BWNSUO)

*0) JOMOd SJ3UNSU0)

g
butpling Aq wesls yiLlm
patiddns sbuLpling Ly

weals yH
/97 000°00¢ :£31oede]

G butpiing
jueid BullesH ledlua]

*07 UOSEDT 3104%9(

"0 UOSLPY 310439(Q

ALY possaudwo)

sen [ednjey

sey jednjen

271.2SUdpLIo)

wes1s
AL EOLA08 LS
A3 Lot432811

A3sn pu3

wa3sAsg uoLInqLuasiq

0J4N0S

wa04 Abaau]

SINVId TYYINID ONV SW3LSAS NOILNEIYiSIA

TYNISyY 110413d

g 31dvl

GARD, INC.




electricity, natural gas, and fuel 0il are used to support facility operations.
Table 6 summarizes chavacteristics of each energy distribution system for the

satellites. -

Energy Conservation Actions Since FY75

DA recognized early the need for responsible energy management. When
conservation goals were established in Executive Order No. 12003, DA responded
by initiating several projects and programs.

The following list are examples of some of the energy conservation
changes which have been made at DA, Arsenal Acres, and KFS.

Detroit Arsenal

¢ All thermostats for heating, air conditioning, and hot water
systems were reset in accordance with Army standards.

e High efficiency lighting was installed in 2 manufacturing and
service buildings.

e Thermostats and control valves were installed on steam radiators
which were without existing individual controls.

e Two-step thermostats and valves were installed on unit heaters
with only on/of¥ controls in high bay areas.

o Outdoor weatherstats and valves were installed in the steam mains
of 3 buildings to eliminate heating when outdoor temperature is
above 45°F.

e Lighting levels were reduced to OHSA minimum where possible,
e.g., stairwells, open coffice areas, and corridors.

o Overhead doors were replaced or removed and cpenings bricked up
to reduce infiltration of 10 buildings.

e Roof insulation was installed on 5 buildings.

GARD, INC.
ES-11
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e Fiberglas insulation was installed on the walls of several
metal bui]dings used for FE shops and storage.

e The window glazing and sash of 2 buildings were replaced with
new insulating sash and thermopane windows.

e Sections of the steam supply and condensate return systems were
replaced and/or insulated.

o Exterior walls were replaced with insulating panels in Buildings
200A and 215.

¢ The exterior windows of Building 4 were replaced with insulating
panels.

@ An EMCS system was‘insta11ed to monitor, timeclock, and reset
control points for the heating and cooling systems in 6 buildings.

e Load sheddiﬁg controls were installed in 6 buildings.

Arsenal Acres

o Insuiation was installed in attic of each residence.

Keweenaw Field Station

¢ Insulation was installed on the exterior walls and roof of all

buildings.

Energy Conservaticn Studies

Since FY75, DA has contracted for one study that related to energy con-
" servation: "Load Analysis for Building No. 4", AMC Project 4764565, 21 May

1976. As a result of this study the entire electrical distribution system

of the Tank Plant (Building 4) was rehabilitated under Contract DACA45-77-C-

0132, dated May 1977.

Historical Energy Data

Total annuzl facility-related energy consumption for DA and associated

GARD, INC.




satellites in terms of source energy for the years FY77 through FY80 is shown
in Figure 3. Each form of enzrgy has been converted to its heat energy
quiva]ent to reflect sourée energy requirements. Comparison on an annual
historical basis to FY75 corsumpticin is shown in Table 7.

The historical energy consumption can also be expressed in terms ofb
energy use per gross square foct floor area. This factor, i.e., energy use
index (EUI), is a measurement of ar installation's perfbrmance and can be
used to compare energy usage of similar installations. Table 8 and Figure 4
summarizes the EUI for DA for FY75 through FY80. The trend indicates an
increase in EUL for FY75 and FY77. Since FY77 the EUI has remained fairly
steady. The percent change in Eli] compares favorably with a percent change
in heating degree days which indicates that weather related energy efficiency
remained fairiy constant.

Actual costs for purchased stectricity, natural gas and coal were avail-
able from Detroit Arsenal preparcd reports. Results for FY79 and FY80 were
compiled and are presented in Teble ¢. Costs for electricity and natural
gas are actual total costs incurred each period, i.e., they include taxes,
fuel adjustment, surcharges. cemsnd charges, etc. Demand charges for elec-
tricity which typically amount to about 35-40% of the total monthly electric
bill are billed at a rate of $5.80 per KW demand during onpeak periods. Energy
charges are 2.95¢ per KwH {cn peak) and 2.25¢ per KWH (off peak).

The billad utility costs fur Arzenal Acres for FY77 through FY79 are
summarized in Table 10 aiong with the average unit costs for each form of
energy and total anrual opsveting costs on a per square foot basis.

A breakdown of utility costs Tor PSF was unavailable.

A 12 month period of utiticy data was obtained for KFS from Michigan

Technological University which is responsible for Site operations. Total

GARD, INC.
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SOURCE ENERGY USAGE INDEX (KBTU/GSF)

460

450

440

a2c

410

400

TABLE 8
DETROIT ARSERAL

HISTORTCAL ENERGY

CONSUMPTION

PER GROSS SCUARE TFOOT

Assumz Constant Reel Propevrty Inventary = 3,004,000 GSF

Includes Avsanal Aces

&y PSF and KSF

pouesmr: RSP

Enerqy Use

Purchaged % Change
Period Energy Index Compared to
{MBTU} (KBTU/GFS) FY75
F{75 - 1,305,255 421,800 -
FV76 1,412,509 358,840 8.7
FY77 1,477,174 477,400 13.2
FY7e 1,450,510 468,800 11.1
FY79 1.A72,.313 475,900 12.8
FYse 1,353,109 435,700 3.5
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energy usage at KFS was 3,012 MBTU for the reported period of July 1980 thru
June 1981. Assuming only Buildings 1, 2 and 5 are used extensively, KFS

had an EUI of 177.5 KBTU/SQ.FT. The cost for nafura] gas averaged $0.357
per CCF or $3.46 per MBTU. Electricity costs averaged $0.073 per KWH or
$21.48 per MBTU.

Building Energy Consumption Analysis

At DA, utilities are metered only as they enter the site. Submetering
is more prevalent at the satellites. Where metered data was available, this
was used to estahlish a buiiding's annual energy usage rate. Establishing
annual energy usage rates for all other buildings was done using various
analytical methods. Estimated annual energy consumption for all types of
energy are summarized in Tables 11 through 14 dn a building-by-building
basis for those buildings under study. Total energy consumption was cal-
culated for each building by converting all units to BTU's and summing them
for each energy type. An energy usage index was then obtained for each

building by dividing the total energy consumption by the occupied floor area.

Summary of Recommended Projects

A brief description for each of the projects identified and evaluated
under this Energy Engineering Analysis Program study is provided in Téb]e 15.
The funding requirements and energy and cost savings for each of these are
summarized in Table 16. The projects presented in this table are listed in
order of descending energv-to-cost ratios.

Implementeiion of all of the ECIP qualifying projects will require over
$4.7 mitlion in funding and yie?é a total annual energy savings of 194,000
MBTU. This energy savings figure is based upon each project being indepen-

dent of the others, and is exclusive of the effects of interactions between

GARD, INC.
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TABLE 15
DESCRIPTION OF EEAP GENERATED PROJECTS

Project Description

A-1/Reduce Window Area for
Buildings 7, 21z and 219

A-2/ECOs for Buildings at
DA and Satellites ‘ o Insulate Walls
® Upgrade Window Systems

® Install High Efficiency Lamps
e

D-1/Cogeneration
System

F-1/Low Cast ECCs

F-2/ECOs for GOCC
Buidings 4, 5, and 5¢

Convert to VAV

B-1/Modifications to Those ECOs identified under Increment B:
Electrical and Steam @ Convert Street Lighting to HPS
Distribution Systems e Insulate PRV Stations
¢ Insulate Aboveground Steam Lines
&

at PSF
B-2/Energy Monitoring and Installation of an EMCS with ability for:
Control System (EMCS) ® Lighting Level Contrcl

& Timeclock AHUs
Timeclock EFs

®
e Reduce Ventilation Air

@ Optimize Temperature Control
¢ Reset Hot Water Temperature
@ Unoccupied Heating Shutdown

@ Night Setback

and steam.

throughout the site:

&

@ Delamp

@ Ipstall DWW Controls
e Install Spark Ignition

air for Building 59.

Removal of existing window systems and instal-
lation of translucent insulating panels in
Buildings 7, 212 and 219.

Those ECOs identified under Increment A:

Institute a Steam Trap Inspection and
Replacement Program
® Replace Fire-Protection Water Heater

Instalietion of a cogeneration system in
Building 5 for production of electricity

Low cost ECOs identified for buildings

¢ Reduce Infiitration
e Instali Door Seals

Install lighting level controls in Building
4, reciaim rieat generated by air compressors
in Building 5, and reduce the ventilation

GARD, INC.




TABLE 15 (Cont'd.)
DESCRIPTION OF EEAP GENERATED PROJECTS

Project

Description

F-3/ECOs for Housing
at Arsenal Acres

F-4/Special App?icatéoh
ECOs

F-5/Building 4 Surface
Treatment Tanks

F-6/Building 229 and 231

Elevator Heat Recovery

G-1/Non-Qualifying
Building ECOs

G-2A/Electrical
Submetering of
Selacted Buildings

G-2B/Steam Submatering
of Selected Buildings

G-2C/Shutoff Little usaed

Compressed Air Lines

G-3/EMCS for Keweenaw
Field Station

-4/
Stor

for Pontiac

EMCS
age Fga"?1ty

A A A T AT T R T

Those low cost ECOs identified under Increment
A for Arsenal Acres housing units:

e Upgrade Window Systems
¢ Weatherstrip and Caulk
¢ Night Setback

@ Spark Ignition

¢ Flue Dampers

Those low cost ECGs identified under Increment
A as a result of the observation of special
operational procedures or environmental
conditions during field surveys (e.g., install
economizers for ADP AHUs in Building 230).

Insuiation of surface treatment tanks and
instailation of tank covers,

Recovery of waste heat from elevator hydraulic
systems to preheat domestic hot water.

Those ECOs identified under Increment A which
do not meet ECIP criteria for E/C or B/C
rstios.

installation of e?ectric consumption meters in
Buildings 1, &4, 5, 7, 12, 58, 59, 200A, 2008,
2000 ZOOU 203, 205, 212, 215 219 and 230.

Inctallation of condensate meters in order to
monitor steam usage in Buildings 1/2/3,
12-22/37, 7/8/11/40, 4/6/23, 9/10/57/61,
54/55/58/72, 58/5%9/63, ZOOA/ZOOB/ZOOC/ZOOD
coi/L0°/“?Afz27 203/205, 212, 215, 219/233

i 230,

Instaliing shutcff valves into existing
compressed air Tines.

Energy Monitoring and Control System for

Bui iCH"G” i and 5.
Energy Monitoring and Control System for
Building 1.

GARD, INC.
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projects. Figure 5 describes the degree to which interactions between prejects
will affect the energy savings credited to those projects. The projects

Tisted as 'independent' are assumed to be 1mp1eménted first. The effect on
each of the other 'dependent' projects is then categorized as 'none', 'minimal’
or 'significant'. ATl of the projects which presently qualify for ECIP

funding would still meet ECIP criteria even if interactive effects on energy

savings were taken into account.

Energy Goais and Projected Site Energy Usage

According to the most recent DEIS reports, FY75benergy consumption at
Detroit Arsenal (DA) totaled 1,305,255 MBTU. The Army Facilities Energy
Plan (AFEP) established a goal of 25% reduction in energy consumption from
FY75 to FY85. 1In order to meet this goal, the level of energy consumption
at DA must be reduced to 978,941 MBTU/YR by October 1984.

Figure 6 depicts the DA energy consumption for the period FY75 through
FYS3 based upon the DEIS reports along with the AFEP FY85 goal. As can
be seen, energy consumption at DA peaked in FY8L and since has decreased to
a level of 1,234,911 MBTU (est.) in FY83, some §.4% below the FY75 value.

Implementation of the 10 projects summarized in Table 16 which meet
ECIP criteria would achieve a reduction in energy consumption of 194,000
MBTU/YR. This would bring the DA consumntion level to 1,040,911 MBTU/YR,
stil1l above the target of ©78,941 MBTU/YR. The projects developed for this
EEAP do not recommend meny ECOs for Building 4, the major user of energy.
This was the direction agreed upen at prenegictation meetings. The DA
Facilities Cnginesering staff had already focused attention on Buiiding 4 and
identified saveral projects which are now being implemented. These projects

include replacing the Tlarge windew sections that made up most of the exterior
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skin with insulated panels, removing obsolete skylights, installing high
efficiency 1ighting and installing an EMCS. Some of these projects have been
recently completed and in fact have contributed td the drop in the energy
consumption level in FY82 and FY83. Building 4 offers the best potential for
achieving additional savings which would put the installation energy con-
sumption below the FY85 goal. _

ECIP funding for the projects generated under this study will not be
available until FY86 and it will probably be three to four years after that
time before all of the qualifying projects are funded and implemented. For
this reason alone, DA may not be able to meet the AFEP goal by FY85. Even
with complete and immediate funding, the goal is probably unattainable un-

Tess the energy consumption of production processes are addressed.
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